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§ 192.709 Transmission lines: Record
keeping.

Each operator shall maintain the fol-
lowing records for transmission lines
for the periods specified:

(a) The date, location, and descrip-
tion of each repair made to pipe (in-
cluding pipe-to-pipe connections) must
be retained for as long as the pipe re-
mains in service.

(b) The date, location, and descrip-
tion of each repair made to parts of the
pipeline system other than pipe must
be retained for at least 5 years. How-
ever, repairs generated by patrols, sur-
veys, inspections, or tests required by
subparts L and M of this part must be
retained in accordance with paragraph
(c) of this section.

(c) A record of each patrol, survey,
inspection, and test required by sub-
parts L and M of this part must be re-
tained for at least 5 years or until the
next patrol, survey, inspection, or test
is completed, whichever is longer.

[Amdt. 192–78, 61 FR 28786, June 6, 1996]

§ 192.711 Transmission lines: General
requirements for repair procedures.

(a) Each operator shall take imme-
diate temporary measures to protect
the public whenever:

(1) A leak, imperfection, or damage
that impairs its serviceability is found
in a segment of steel transmission line
operating at or above 40 percent of the
SMYS; and

(2) It is not feasible to make a perma-
nent repair at the time of discovery.

As soon as feasible, the operator shall
make permanent repairs.

(b) Except as provided in
§ 192.717(b)(3), no operator may use a
welded patch as a means of repair.

[35 FR 13257, Aug. 19, 1970, as amended by
Amdt. 192–27B, 45 FR 3272, Jan. 17, 1980;
Amdt. 192–88, 64 FR 69665, Dec. 14, 1999]

§ 192.713 Transmission lines: Perma-
nent field repair of imperfections
and damages.

(a) Each imperfection or damage that
impairs the serviceability of pipe in a
steel transmission line operating at or
above 40 percent of SMYS must be—

(1) Removed by cutting out and re-
placing a cylindrical piece of pipe; or

(2) Repaired by a method that reli-
able engineering tests and analyses
show can permanently restore the serv-
iceability of the pipe.

(b) Operating pressure must be at a
safe level during repair operations.

[Amdt. 192–88, 64 FR 69665, Dec. 14, 1999]

§ 192.715 Transmission lines: Perma-
nent field repair of welds.

Each weld that is unacceptable under
§ 192.241(c) must be repaired as follows:

(a) If it is feasible to take the seg-
ment of transmission line out of serv-
ice, the weld must be repaired in ac-
cordance with the applicable require-
ments of § 192.245.

(b) A weld may be repaired in accord-
ance with § 192.245 while the segment of
transmission line is in service if:

(1) The weld is not leaking;
(2) The pressure in the segment is re-

duced so that it does not produce a
stress that is more than 20 percent of
the SMYS of the pipe; and

(3) Grinding of the defective area can
be limited so that at least 1⁄8-inch (3.2
millimeters) thickness in the pipe weld
remains.

(c) A defective weld which cannot be
repaired in accordance with paragraph
(a) or (b) of this section must be re-
paired by installing a full encirclement
welded split sleeve of appropriate de-
sign.

[35 FR 13257, Aug. 19, 1970, as amended by
Amdt. 192–85, 63 FR 37504, July 13, 1998]

§ 192.717 Transmission lines: Perma-
nent field repair of leaks.

Each permanent field repair of a leak
on a transmission line must be made
by—

(a) Removing the leak by cutting out
and replacing a cylindrical piece of
pipe; or

(b) Repairing the leak by one of the
following methods:

(1) Install a full encirclement welded
split sleeve of appropriate design, un-
less the transmission line is joined by
mechanical couplings and operates at
less than 40 percent of SMYS.

(2) If the leak is due to a corrosion
pit, install a properly designed bolt-on-
leak clamp.

(3) If the leak is due to a corrosion
pit and on pipe of not more than 40,000
psi (267 Mpa) SMYS, fillet weld over
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